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DRAWING NOT TO SCALE

MURFREESBORO WATER & SEWER DEPARTMENT

A.H.W.F.

K.N.H.

BACKFILL

CRUSHED
STONE

6" MINIMUM

PRECAST CONCRETE BOX
TO BE CENTERED OVER
OPERATOR NUT, PLUMBED

& CLEAR OF VALVE

W - 21
VERTICAL SHAFT 

VALVE SETTING

2"2 1 /

VALVE BOX, FRAME, &COVER

SEE SPECIFICATIONS.
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